This paper presents the results obtained from detailed studies of the properties of smoke particles produced from a wide range of flaming and non-flaming combustible materials and discusses how these properties impact early-warning fire detection as well as the hazards of smoke particle toxicity and reduced visibility that can significantly affect life safety. Data acquired include discrete angular scattering at wavelengths of 635 nm and 532 nm; visible light obscuration; light extinction at a wavelength of 532 nm and total light scattering at a wavelength of 520 nm; the responses of calibrated combination ionization/photoelectric smoke sensor; and total mass concentrations. These data are subsequently used to define the size, morphology and radiative transfer properties of the fractal aggregate smoke particles including radius of gyration, primary particle diameter, number of primary particles per aggregate, mass of an aggregate, mass extinction, scattering and absorption coefficients and the resultant albedo. Scanning electron microscope (SEM)/transmission electron microscope (TEM) data and computer-generated fractal aggregates are compared to determine similar morphologies and then used to calculate theoretical values of scattering, absorption, and extinction efficiencies using both the discrete dipole approximation (DDA) and the Rayleigh-Debye-Gans (RDG) approximation for subsequent comparison to the experimental data. These data and analyses indicate that significant differences exist between flaming and non-flaming smoke particles in terms of size, morphology and radiative transfer properties. From a practical viewpoint, the analyses also indicate possible techniques for development of improved early warning fire sensors and smarter, discriminating fire sensors that can function in hostile, contaminated atmospheres such as mines and tunnels. These atmospheres may contain significant levels of combustion products from internal combustion engines, such as diesels, that are used routinely in underground mines. In addition, the much higher albedos measured for non-flaming smoke particles are indicative of significantly lower carbon content and higher levels of volatile organic compounds that have the potential for increased acute toxicity due to their higher reactivity. The paper demonstrates how the basic data can be used to implement improved fire detection systems and improve our ability to assess hazards resulting from potentially catastrophic mine fires.
INTRODUCTION
Most fires produce significant levels of smoke particles, or combustion aerosols that can generally be described as fractal or fractal-like aggregates (FA) where each fractal aggregate contains many small, primary particles connected together in a random fashion. Fractal aggregates are generally characterized by a set of parameters such as the fractal, or Hausdorff, dimension, D f , the radius of gyration, R g , the diameter or radius of each primary particle forming the aggregate, and the average number of these primary particles per aggregate [1] [2] [3] [4] [5] [6] . The fractal dimension is generally a measure of the shape of the aggregate, where values in the range of 1.6 to 1.9 correspond to aggregates that have an elongated, chain-like structure with very little overlap of individually connected particles. Larger fractal dimensions, generally in the range of 2.1 to 2.3, correspond to aggregates that are more compact, with individual particles significantly overlapped or 'necked' together. Previous studies of flame soot indicate that soot particles from fuel-lean and stoichiometric combustion generally exhibit the former aggregate structure. As combustion becomes more fuel-rich, the aggregate structure gradually evolves to the more compact form, with fractal dimensions increasing with the fuel-air ratio [6] [7] [8] [9] . While extensive studies of the structure of flame soot exist in the literature, similar studies of the post-flame aerosols, i.e., smoke particles expelled into the atmosphere, are sparse. Although it is generally accepted that smoke particles produced from wellventilated flaming fires produce FAs with lower D f values while those from non-flaming fires have much higher D f values, the quantitative data are lacking.
In order to more completely describe the fractal aggregates produced from typical fires, this paper details the results of experiments conducted to quantify the optical scattering, extinction and absorption properties of fractal aggregates produced from different combustion sources and different modes of combustion-i.e., flaming and non-flaming-that are important to fire safety as well as to the more general area of carbonaceous atmospheric aerosols and their impact on climate and health. Measurements of mass scattering, mass extinction and, by difference, mass absorption coefficients are compared to data previously reported for carbonaceous aerosols from flaming and non-flaming fires. Discrete angular scattering data at four forward and two backward angles at two wavelengths of 532 nm and 635 nm are used to derive radii of gyration and fractal dimensions. In addition, the discrete angular scattering data and mass scattering, extinction and absorption coefficients are compared to detailed numerical computations using the discrete dipole approximation (DDA) and to approximate computations using the Rayleigh-Debye-Gans (RDG) approximation [10] [11] [12] [13] [14] [15] . For these comparisons, it was found that the DDA and RDG solutions are in reasonable agreement with the data when the index of refraction is chosen appropriately, and that the size and shape of the fractal aggregates are also important but have less of an impact. The responses of a prototype instrument that combines an ionization chamber with discrete forward angular scattering are used to derive the primary particle diameters, number concentration of FAs, average mass of the fractal aggregate, and the average number of primary particles per aggregate. In addition, these prototype responses were used to assess and compare ionization-type and photoelectric-type smoke sensor sensitivities to aerosols from flaming and non-flaming combustion.
While presenting novel and unique data, the paper also discusses the potential relevance and applicability of the data in a number of diverse areas. In the areas of fire safety, these quantitative data could be used to improve the performance of smoke detectors by reducing false/nuisance alarms and discriminating between different combustion sources and different modes of combustion. The data also provide a possible means to improve the capability to predict the optical properties of smoke such as absorption, scattering and extinction coefficient-parameters that are needed to assess levels of visibility in escape routes and also to properly design emergency lighting systems to aid in evacuation, especially in underground mines and tunnels. The data may also be useful for the design and development of improved devices for monitoring and measurement/characterization of atmospheric aerosols produced from typical combustion processes, such as coal-fired power plants or metallurgical processing facilities, forest fires, and other combustion phenomena. Quantification of the properties of these fractal aggregates is also important for refining aerosol radiative transfer models, which are used to predict the effects of atmospheric aerosols on our changing climate where the chemistry, morphology, and carbon content of combustion-generated aerosols is of great significance.
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EXPERIMENTAL
For the studies described here, experiments were conducted using a standard Underwriters Laboratory, Inc.
(UL 268) smoke chamber [16] connected to a combustion chamber containing a circular disk heater used to heat the solid combustibles. The combustible materials used in both flaming and non-flaming experiments were wood chips from dried Douglas-fir, Pittsburgh (Pgh) seam coal (-9.4 to +6.7 mm mesh), styrene butadiene rubber (SBR) from a typical non-fire resistant conveyor belt, and small strips of polypropylene (a typical battery covering) cut from a 0.61 m square sheet 0.0381 m thick. Flaming experiments were also conducted using a small circular pool of No. 2 diesel fuel. The aerosols from the various combustion sources were produced within the combustion chamber and then flowed into the larger smoke chamber through a four-inch diameter duct. Once in the smoke chamber, the aerosol was mixed uniformly using two small circulating fans. Inside the smoke chamber, optical density of the aerosol was measured over a 1.48 m optical path length using an incandescent lamp and a standard photocell with a spectral response matching the spectral response of the human eye. In some of the earlier experiments, light extinction over a 0.65 m path at a wavelength of 532 nm was also measured within the smoke chamber using a small laser and silicon photodiode. In later experiments, the 532 nm laser and photodiode were connected at either end of a 0.6858 m long sealed steel pipe external to the smoke chamber and light extinction was measured by flowing the aerosol continuously from the smoke chamber through the pipe. During the experiments, the aerosols were continuously extracted from the smoke chamber using metal tubes inserted into the top of the smoke box and flowed to various measuring devices. In addition to the measurements of visible light obscuration and light extinction at 532 nm, data acquired during the experiments also included discrete angular scattering at wavelengths of 635 nm and 532 nm and at four forward and two backward angles, 15º, 22 ½º, 30º, 45º, 135º and 150º using a precisely machined scattering chamber described in detail elsewhere [17] . The normalized angular scattering data were subsequently used to derive the fractal properties R g and D f . In addition, continuous measurements of the aerosol mass concentrations were made using a calibrated TSI DustTrak 8520 or 8530 that extracted samples via one of the metal tubes connected to the smoke chamber.
Samples were also flowed from the smoke chamber to an Ecotech Aurora-1000 single wavelength integrating nephelometer for measurement of the total scattering efficiency at a wavelength of 520 nm, and to a prototype sensor consisting of a well-defined ionization chamber and an optical scattering chamber for discrete measurements of angular scattering at 15º and 30º [18, 19] . Measurement of the mass concentrations were subsequently used to determine the discrete angular scattering sensitivities for the sixangle scattering module (intensity per unit mass concentration); the mass extinction coefficients for the broadband visible light obscuration and 532 nm light extinction; mass scattering coefficients at a wavelength of 520 nm from the nephelometer data; and ionization chamber and angular sensitivities from the prototype sensor in units of voltage change per unit mass concentration. Angular intensity data from the prototype sensor were also used to derive the radius of gyration for comparison to the results from the sixangle scattering module, and the ionization chamber response was used to determine the average number concentration of aggregate particles, average mass of an aggregate, primary particle diameter, and number of primary particles per aggregate. For all of the combustion sources, filter samples were taken for subsequent analysis using scanning electron microscopy (SEM) and transmission electron microscopy (TEM). For SEM analysis, smoke samples were collected onto 25 mm polycarbonate membrane filters (Millipore) topped with formvar-coated TEM grids using a 1.7 L/min pump. TEM grids were pasted onto the SEM sample filters using double sided tape. These polycarbonate membrane filters were coated with gold/palladium prior to the SEM imaging and the formvar-coated TEM grids were directly placed in the sample chamber for the TEM imaging. SEM images were obtained using a JEOL 6400 scanning electron microscope (JEOL, Inc., Tokyo, Japan) and TEM images were viewed using a JEOL 1220 transmission electron microscope (JEOL, Inc.).
THEORY
The chemistry, morphology and size of fractal aggregates produced from combustion aerosols vary depending on the source and the nature of the fire from which they are generated, and these properties, in turn, produce unique scattering and extinction properties. Sorensen and others have used light scattering signatures (intensity versus angle) to derive average size (radius of gyration, R g ) and fractal dimension, D f , through the use of q, the modulus of the scattering vector, defined in Eq. 1 [20] [21] [22] .
where θ is the scattering angle measured from the forward direction and λ is the wavelength, either 635 or 532 nm for the work reported here. For small angles, and with qR g < 1, scattering is in the so-called Guinier-Regime where the intensity is independent of the index of refraction and given approximately by the Guinier equation, as in Eq. 2.
Similarly, for large values of q and qR g » 1, the angular intensity varies according to Eq. 3.
Thus a plot of ln(I(q)) versus ln(q) yields the fractal dimension, D f . For the aggregate particles, the applicable fractal power law is given by Eq. 4.
Since R g and D f can be obtained from the angular scattering data, the primary particle diameter is the remaining parameter to be determined. Generally, SEM or TEM measurements provide sufficient information to determine d p , but these techniques are unable to provide continuous, real-time information. To determine approximate values of d p , the response of the ionization chamber from the prototype sensor is used in the following manner. For voltage changes less than about 1 to 1.2 V, the change in voltage from the ionization chamber can be expressed as in Eq. 5 [18, 23] . 
The ratio CEV/M, for an aggregate size distribution that is assumed to be lognormal with a geometric standard deviation of σ g =1.70, is given by Eq. 7. Since the aerosol mass concentration is the average mass of an aggregate, M a , times the number concentration, N, M a is given by the simple Eq. 10.
Similarly, the mass of an aggregate is the mass of an individual primary particle (particle density, ρ p , × particle volume, πd p 3 /6) times the average number of primary particles per aggregate. Using Eq. 4, the average mass of an aggregate can then be expressed as in Eq. 11.
And solving this expression for d p yields Eq. 12.
Once d p is determined, the average number of primary particles per aggregate can then be determined. It should be noted that Eq. 10 implicitly assumes that the primary particles forming the aggregate just barely touch and that no overlap occurs. In general, this is approximately true for FAs with D f in the range of 1.7 to 1.9, but for higher fractal dimensions, significant overlap does occur, and this should be accounted for in the above expressions. Sorensen has derived simulations that relate the degree of overlap not only to D f but also to the fractal law pre-factor, k f . In this study, the effects of overlap were also estimated for a fractal aggregate containing 74 primary particles using standard AutoCAD techniques [24] . Equating our overlap parameter to that used by Sorensen, it was found that for D f < 1.8, Eq. 10 is valid to within about 10%. For a D f in the range of 2.0 to 2.3, Eq. 10 can overestimate the average aggregate mass by 50 % to 70 % [25] . In the data reported below, Eq. 10 is used directly without adjustment for overlap in the interest of brevity, although future analyses will include this effect.
In addition to the acquisition of discrete angular scattering data and the responses of the prototype sensor, light extinction measurements, as discussed above, were also made. For these data, the standard equation for light transmission is used, ) 10 1 exp( / 3 0
. Light scattering measurements are made using the nephelometer, and the measured scattering coefficients divided by the mass concentrations yield the mass scattering coefficients, σ sca , directly. The mass absorp-tion coefficients, σ abs , are then obtained by difference,
. In addition to the equations presented above, detailed numerical calculations were made using DDSCAT, a discrete dipole approximation algorithm maintained by Draine [11, 14] . Computations were performed for a fractal aggregate with varying degrees of overlap of the primary particles, a range of values of the index of refraction typical of combustion-generated aerosols, and at aggregate dimensions typical of those measured in this study. The values of fractal properties and index of refraction necessary in order for the detailed numerical calculations to agree with the data are also presented in the results section, not only for the characteristic angular scattering patterns but also for the albedos measured for the different combustion sources and two combustion modes.
In addition to the DDSCAT calculations, the Rayleigh-Debye-Gans approximation (RDG) can also be used to estimate angular scattering intensity distributions and the mass extinction, mass scattering and mass absorption coefficients. The expressions used to estimate the RDG angular distribution are described in detail in the literature [21, 24] . For fractal aggregates, the mass absorption and mass scattering crosssections, σ abs and σ sca , are given by the expressions from Dobbins et al. [1, 26] , in Eqs. 13 and 14.
where ρ p is the density of a primary particle, taken to be 1.86 g/cm 3 , and n 1 and n 2 are the first and second moments of the aggregate size distribution
In the case of large aggregates, n 2 → (n p ) 2 and n 1 → n p and with k 2 (R g ) 2 » 1, Eq. 16 reduces to Eq. 15.
These equations, along with the angular intensity equations, are used in the experimental section to estimate the angular intensity distributions and the mass scattering, mass extinction and mass absorption coefficients using the experimentally determined parameters appearing in Eqs. 15 and 17. This is done in order to assess the utility of the RDG approximation as a simpler method (compared to the detailed DDA or other numerical techniques) for estimating the radiative transfer properties for combustion-generated fractal aggregates. Figure 1 displays the aerosol angular scattering signatures generated for both flaming and non-flaming fires for the commonly used combustibles, namely Douglas-fir wood, Pittsburgh seam coal, SBR rubber, polypropylene and No. 2 diesel fuel. The data indicate that each of the different aerosols have characteristic angular intensity distributions for both flaming and non-flaming modes. While it is beyond the scope of this present study to provide any greater detail, it is expected that these distributions reflect minor differences in the absorbing nature of the individual aerosols (i.e., their chemical composition) as well as small differences in the fractal aggregate structure and size. It is also evident that at forward angles the aerosols generated from non-flaming fires scatter with higher intensities than the aerosols from flaming fires. In fact, for all the forward angles and two wavelengths measured in these studies, the scattering intensity from nonflaming aerosols was 36 % higher than those from flaming fires. modulus of the scattering vector, q, for different combustion sources.
RESULTS AND DISCUSSION
Optical and SEM/TEM Data for Fractal Aggregate Smoke Particles
The higher intensity for aerosols from non-flaming combustion is particularly evident in Fig. 2 where the average for each mode of combustion is presented. Higher scattering intensities for non-flaming fractal aggregates correlate with a greater degree of clumping or coagulation. Both the SEM images below (Fig. 4 ) and higher fractal dimensions (as discussed further in the manuscript) are consistent with these results. Increased scattering by aerosols from non-flaming fires is also consistent with greater sensitivity to these types of fires by photoelectric smoke sensors. Also shown in Fig. 2 are the intensities measured at the four forward angles for diesel particulate matter (DPM) that, although obtained during a different study, were acquired with the same six-angle scattering module using a HeNe laser with an output wavelength of 632.8 nm [17] . What is immediately evident from the DPM data is the rapid decrease in intensity as the forward angle increases. For instance, at 30º the intensity is only one-fourth of the intensity for the aerosol from a flaming fire, and one-sixth the intensity from that of the non-flaming fire. These differences are quite significant, most likely due to the smaller size of DPM and possibly due to greater carbon content that reduces the scattering intensity. Perhaps of greater interest would be the utilization of these differences to discriminate aerosols from different sources, either to improve smoke detector performance or to assist in the measurement and characterization of atmospheric aerosols. Figure 3 represents the scattering intensities of the fractal aggregates per unit mass concentration obtained at the two wavelengths, 635 nm and 532 nm, in order to ascertain what, if any, differences exist in terms of the scattering sensitivity at different wavelengths. Because of differences in the power levels, beam diameters and photodiode sensitivities at the two wavelengths, the sensitivity data at one wavelength cannot be compared directly to the sensitivity at the other wavelength. However, with the exception of the data for aerosols from polypropylene, for which no data were acquired at 635 nm, the relative sensitivities appear to vary in a similar manner at each of the wavelengths used. For both the flaming and non-flaming aerosols, the intensities per unit mass concentration are significantly higher (typically, by a factor of 2 to 4) at the lower angles of 15º and 22½º, indicating that the use of forward angles in this range have higher sensitivity for detection and measurement of lower aerosol mass concentrations.
Representative SEM/TEM photographs from samples collected from flaming and non-flaming fires for combustible materials used in the present study are shown in Fig. 4 . It is evident from these photographs that smoke produced from open flaming fires are fractal aggregates with relatively small primary particles and elongated, chain-like morphologies (smaller D f ), while those produced from non-flaming fires have larger primary particles and clumped or more densely packed morphologies (larger D f ). As discussed in the theory section, light extinction data were obtained using both broadband visible light and monochromatic electromagnetic radiation at λ = 532 nm, and total scattering coefficient was measured using an integrating nephelometer operating at λ = 520 nm. From these data, the mass absorption, mass extinction and mass scattering coefficients were calculated and are shown in Table 1 below. The obtained data are remarkable for several reasons. First, the mass extinction coefficients for aerosols from the flaming fires are significantly higher than values reported in the literature, while the mass scattering coefficients are relatively constant, resulting in very high mass absorption coefficients. The average mass absorption coefficient for the flaming fire aerosols is 13.7 m 2 /g-almost twice the average value of 7.5 m 2 /g reported by Bond and Bergstrom, even though the average albedo measured here is 0.28, compared to their average reported value of 0.25 [5] . While the mass extinction coefficients for aerosols from the non-flaming fires are reasonable (except for the very high value found for polypropylene-more than twice the average of the other three non-flaming combustion sources), the observation that the mass scattering coefficients are so large, with a resulting albedo that averages 0.87, is remarkable considering that previously reported albedos are less than half this value. The high value for the polypropylene may be due to the extreme clumping of the primary particles, producing an almost spherical aggregate as can be seen in Fig. 4e , and for which classical Mie scattering theory may be more applicable in describing the optical properties. These results can be used to estimate obscuration levels from typical fires that can impact a person's ability to safely egress during an actual fire situation. The last column of Table 1 is an estimate of the optical density assuming an aerosol mass concentration of 10 mg/m 3 . Using these values over a distance of 3.05 m, the average obscuration (defined as 1-I/I 0 ) resulting from aerosols from flaming fires is over 42 %, and 25 % for aerosols from non-flaming fires. In a study by Jin [27] , an optical density roughly equal to 0.22 m -1 (obscuration of 79 % over a 3.05 m path) was the critical value that severely limited a person's ability to safely evacuate from a fire situation-even when that person was familiar with the escape route.
Prototype Smoke Sensor Data
As mentioned previously, the response of a combination ionization and optical scattering prototype smoke Table 2 . Characteristics of fractal aggregates measured and calculated from these studies. sensor was also obtained during these experiments and the data analyzed in two different manners. First, as discussed above, data from the ionization chamber component of the sensor, along with parameters from the optical scattering data, were used to calculate properties of the fractal aggregates. The results of these computations, including the R g , and D f , from the optical data, are shown in Table 2. The Table 2 data provide a unique and complete description of the physical properties of the differing fractal aggregates that has heretofore not been available in the literature. Analysis of this table shows several distinctive trends relative to the aerosols from flaming versus non-flaming fires. First, aerosols from flaming fires have larger values of R g , but smaller values of primary particle diameter. The D f of aerosols from flaming fires have an average value of 1.80, while for those from non-flaming fires the average is 2.26, with both values consistent with data from the literature [6] . Flaming fires produce fractal aggregates with small primary particles but large numbers of primary particles per aggregate, with the result that the average mass of a fractal aggregate is more than 3 times lower than the corresponding average mass of FAs from non-flaming fires. It is also interesting to note that the average number mean diameter calculated for flaming FAs is 30 % less than the average for non-flaming FAs, while the average R g for flaming FAs is 30 % higher.The data for the prototype sensor are also analyzed in terms of its responses per unit mass concentration as functions of the dimensionless ratios of ionization signal voltage, CEV, to optical scattering voltages at both 15º and 30º, V 15 and V 30 , respectively. The average resulting ratios for the different combustion sources and two modes of combustion are shown in Table 3 . From the data, it is readily apparent that ionization-type smoke detectors are more responsive to aerosols from flaming fires, while photoelectric-types are more responsive to aerosols from non-flaming fires. Further, the data actually quantify these observations for a wide range of combustible materials. For instance, the average sensitivity of the ionization chamber, CEV/M, to aerosols from flaming fires is 0.0586, while for non-flaming aerosols the value is 0.0225-more than a factor of two lower. Similarly, for the 15º sensitivity, V 15 /M, the average value is 0.0280 for flaming fire aerosols but increases dramatically to a value of 0.0393 for non-flaming aerosols.
Perhaps of even greater significance is the fact that the sensitivities are found to vary with the signal ratios-a dimensionless and easily measured quantity. This result is shown in Fig. 5 where the ionization chamber sensitivity, CEV/M, and 30º angular scattering sensitivity, V 30 /M, are plotted as a function of the ratio, CEV/V 30 . The results indicate that it is possible to utilize the simple ratio to define regions of sensitivity and regions of discrimination that can aid in the fire detection process as well as discriminate against other non-fire related sources. Application of the sensor as a smoke detector, for instance, in areas that may contain significant levels of diesel exhaust particles has been previously shown to work quite well, where DPM has a very high value of both CEV/M and CEV/30, allowing for very good discrimination capabilities [18, 19, 28] . In addition, the use of the sensor to quantify either airborne aerosol mass concentrations or total aerosol surface area for health purposes is also being pursued. 
Comparison of Results with Theory
Clearly, the above data indicate that differences exist in the angular scattering signatures as well as for the extinction, scattering and absorption coefficients both as a function of the combustion source and whether the combustion is flaming or non-flaming. While it is beyond the scope of this paper to address in detail the individual source data, it is instructive to look at the detailed numerical calculations (discrete dipole approximation using DDSCAT) for the flaming and non-flaming cases in order to obtain some idea as to the aerosol properties most responsible for the observed differences. In these calculations, a standard fractal aggregate described in the literature consisting of 74 primary particles [24] with a nominal D f of 1.70 was used, and higher D f values were simulated by allowing the spheres to overlap in a manner similar to that reported by Oh and Sorensen [25] . For aerosols from the flaming fires, the average value of D f from Table 2 , the average albedo at λ = 532 nm for flaming FAs is 0.313 and for non-flaming FAs 0.880-significantly greater than values found in the literature [5] . The higher value for the non-flaming FAs indicates that these particles absorb very little, indicative of a refractive index with a low imaginary component, while for the flaming FAs just the opposite is true. Computations were also made using the RDG approximation discussed above. For these simpler computations, the parameters used were the average values found in Table 2 and included d p , R g , n p , D f , and the volume equivalent diameter was defined by d eq = d p (n p ) 1/3 for aerosols from both the flaming and non-flaming fires. The results of the calculated angular distributions are shown in Fig. 7 , where for the flaming case the assumed index of refraction is m = 1.692 + 1.25i, and for the nonflaming case m = 1.692 + 0.125i. The meaning of the results is self-evident in that the agreement of these calculations with the data is excellent and the agreement comparable to the more detailed DDSCAT computations. In addition to the angular distributions, the mass extinction, scattering and absorption coefficients were also calculated and compared to the average experimental data. The results of this comparison are shown in Table 4 . In this table, the average values in parentheses exclude the larger coefficients measured for the combustion sources of polypropylene and No. 2 diesel fuel, since the aerosol data from these two combustibles have a significant impact on the average. While there is not perfect agreement between the measured and calculated coefficients, it is believed that this agreement could be improved through minor changes in some of the parameters, including the index of refraction. But the fact that the calculated values are so close to those measured when using the parameter values obtained experimentally in Table 2 is remarkable, serving to reinforce the general applicability of the RDG approximation as an excellent tool for assessing the optical properties of fractal aggregates
CONCLUSIONS
The data and analysis presented above are a comprehensive summary of the optical and physical properties of fractal aggregates generated from a variety of combustible sources for both flaming and non-flaming fires. This summary represents a resource for future comparisons, more detailed analysis and development of improved smoke detectors as well as improved techniques for the monitoring, measurement and characterization of atmospheric carbonaceous aerosols. The data conclusively indicate that while all of the aerosols generated could be described as fractal aggregates, significant differences in their morphology and size exist both as a function of combustion source and combustion mode and that these differences result in different fractal properties that can subsequently be used to describe the fractal aggregates in analytical terms. While comparisons of the detailed theory using DDA and the simpler RDG approximation with the experimental data were more qualitative than quantitative, the results of the comparisons were quite excellent in the agreement between theory and experiment, providing a basis for expanding and refining the theoretical models, and, in particular, the RDG approximation as it applies to the fractal aggregates from combustion sources. Differences in radiative properties are most pronounced, in general, when the aerosols from flaming fires are compared to those from non-flaming fires, in that a large imaginary component of the index of refraction, k e , indicative of very high carbon content, is needed in order to describe their optical properties theoretically; while for aerosols from non-flaming fires, a much smaller k e value, indicative of much lower carbon content, is necessary. Finally, the data quantify the response of an ionization chamber and optical scattering at discrete angles, thus indicating potential avenues for the design and improvement not only of smoke detectors but also of atmospheric aerosol monitors.
